SINOP BELEDIYESi iCME SUYU ARITMA TESISI
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GUNLUK ANALIZ SONUCLARI

TARiH:08.11.2019 CUMA

S

NUMUNE ALINAN YERLER

ANALIZLER

DURULTUCU FILTRE

GiRiS

SINIR
DEGERLER

PH 7,91

6.5 -9

SICAKLIK 14,9

°C

BULANIKLIK 12,7

< 1ntu

RENK 15

ILETKENLIK 343

¢O0zUNMUS O 10,2

DEMIR

0,12 0,40 0,03

< 0.2 mg/L

MANGAN

0 154 &\\\\\\\\\\\\\\&\\\\\\\\\\\\\

< 0.05 mg/L

BAKIYE KLOR

ppm

\ \\\&\\\\\\\\\\\\\\\\\\\\\\\\\\\\\\\

L

KOLi

FEKAL
KOLIFORM

/

\\\\\\\\\&\\\\\\\\\\\\\\\\\\\\\

.

PLM KOLIFORM

NOT: Sehir i¢i Sebekesinden farkli noktalardan alinan numunelerin, analizleri
266 icme Suyu Standartlarina uygun oldugu gériilmiistiir.
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