SINOP BELEDIYESi iCME SUYU ARITMA TESISI

% GUNLUK ANALIZ SONUCLARI Siﬁ

TARiIH:10.08.2018 CUMA

NUMUNE ALINAN YERLER SINIR
GiRi$ DURULTUCU FILTRE CIKIS DEGERLER

ANALIZLER

PH 764 | 0 7,55 6.5 -9

SICAKLIK X S e VY. °c

BULANIKLIK 4,86 0,02 < 1ntu

RENK 5

ILETKENLIK 365 &\\\\\\\\\\\\\\\\\\\\\\\&

¢6ZONMUS O, 102 | . .

DEMIR 0,65 0,03

MANGAN ’ &\\\\\\\\\\\\\\\\\\\\\\\\% o,’o1o << o.;)s mg/L

BAKIYE KLOR 1,04 ppm

NN
\\\\\\\\\\\\\\\\\\\\\\\\\\\\\\\\\\@\\\\\\\\\\\\\\\ T

KOLI \\ %\ \\\\\\\\ 0 0

o \\\\\\\\\\\\\\\\\\\\\\\\\\\\\\\%\\\\\\\\\\\\\\\\ 0 :

pvkodForm | ] 0 0

NOT: Sehir i¢i Sebekesinden farkl noktalardan alinan numunelerin, analizleri sonucunda TS -
266 icme Suyu Standartlarina uygun oldugu goriilmiistiir.




