SINOP BELEDIYESi iCME SUYU ARITMA TESISI

25\"%@ GUNLUK ANALIZ SONUCLARI Sﬁﬁ

TARiH:.11.11.2019 PAZARTESI

NUMUNE ALINAN YERLER
SINIR

CIKIS DEGERLER

ANALIZLER i
FILTRE

GiRiS DURULTUCU

PH 8,04 6.5 -9

SICAKLIK 14,6 N\\\\\\\\\\\\\NQ\\\\\\\\\\\\\\N ) oC

BULANIKLIK 8,18 < 1ntu

RENK 10

ILETKENLIK 339

¢O0zUNMUS O 10,1

DEMIR 0,14 0,58

006
0,100 [EIT TR

< 0.2 mg/L

0,07 < 0.05 mg/L

BAKIYEKLOR  N\A\\\\\\\\\\\\

1,10 ppm

KoLl {0 0
L \\\\\\\\\&\\\\\\\\\\\\\\\\\\\\\\\ 0 ;
PLM KOLIFORM \\ \&\\\\\\\\\\\\\ \\ \\ 0 0

NOT: Sehir i¢ci Sebekesinden farkh noktalardan alinan numunelerin, analizleri sonucunda TS -
266 icme Suyu Standartlarina uygun oldugu gériilmiistiir.




